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(TRACT 7)
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DB 13817 PG 1166
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GRAPHIC SCALE

EXISTING TREE
CONSERVATION AREA
(TYPICAL WHERE HATCHED)

C1.0
EXISTING

CONDITIONS

N

NOTE:

1. BASE INFORMATION PROVIDED BY HOLLY HILL HOSPITAL AND IS
BASED OFF THE JUNE 6, 2013 SURVEY PREPARED BY TAYLOR,
WISEMAN & TAYLOR AND CONSTRUCTION AS-BUILT
INFORMATION PROVIDED BY THE OWNER.

PROJECT
AREA
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3-STORY

64 BED BUILDING
F.F.E. = 213.00
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GRAPHIC SCALE

EXISTING TREE
CONSERVATION AREA

C2.0
SITE LAYOUT

PLAN

N

SITE DATA TABLE

PROPERTY ACREAGE: 18.3 ACRES

PROPOSED DISTURBED AREA: 2.07 ACRES

EXISTING IMPERVIOUS AREA: 2.8 ACRES

PROPOSED IMPERVIOUS AREA: 3.7 ACRES

PARKING TABLE:

REQUIRED PARKING (1 SPACE PER 2 BEDS):
EXISTING (80 BEDS) = 40 SPACES
PROPOSED (64 BEDS) = 32 SPACES
TOTAL = 72 SPACES

EXISTING PARKING: 85 SPACES
NEW PROPOSED SPACES = 29 SPACES
TOTAL PROPOSED PARKING = 114 SPACES

PROPOSED LAYOUT LEGEND

ASPHALT PAVEMENT

CONCRETE PAVEMENT

CONCRETE SIDEWALK

PROPOSED BUILDING

PROPERTY LINE

EDGE OF NEW PAVEMENT

CURB & GUTTER

LAYOUT PLAN KEYNOTES

CODE DESCRIPTION
DETAIL

LOCATION

ASPHALT PAVEMENT -

CONCRETE CURB AND GUTTER -

CONCRETE SIDEWALK -

CONCRETE WHEELSTOP -

ACCESSIBLE PARKING SIGN -

ACCESSIBLE RAMP AT ADA PARKING -

CONCRETE BOLLARD -

12-FT SECURITY FENCE -

SEGMENTAL RETAINING WALL -

4-FT ALUMINUM FENCE GUARDRAIL -

4" WIDE WHITE PAVEMENT STRIPING -

DUMPSTER AREA - 8 CU-YD DUMPSTER -

DUMSPTER SCREEN FENCE -

DUMPSTER PAD -

ELECTRICAL TRANSFORMER -

ELECTRICAL GENERATOR -

38.2 FT

27.8 FT

24.0 FT18.0 FT 18.0 FT

9
.0

 FT

24.0 FT

30.0 FT

8.0 FT

8.0 FT

8.0 FT

3
7
.9

 FT

R5'

R5'

R28'

R15'R10'

R15'

R15' R15'

R15'

R5'

R5'

R35' R40'

1
8
.0

 FT
2
4
.0

 FT

9.0 FT

5.0 FT

5
.0

 FT

3
.0

 FT

6
.0

 FT

5
9
.4

 FT

78.1
 F

T

245.0 FT

21.8 FT

1
0

8
.8

 FT

17.7 FT

2
2

.0
 FT

5
.0

 FT

37.7 FT

6
7
.8

 FT

6
5
.0

 FT

159.0 FT

189.1 FT

S1

S2

S3

S4

S5

S6

S7

S7

S8

S8

S9

S10

S11

S12

S13

S14

S15

S16

(TYP.)

(TYP.)

(TYP.)

(TYP.)

(TYP.)

(TYP.)

(TYP.)

(TYP.)

(TYP.)
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GRAPHIC SCALE

C4.0
UTILITY
 PLAN

N

PROPOSED UTILITY LEGEND

WATER LINE

GAS LINE

UNDERGROUND ELECTRIC LINE

UNDERGROUND TELEPHONE LINE

SANITARY SEWER LINE

A1 SEWER STRUCTURE LABEL

EXISTING TREE
CONSERVATION AREA

UTILITY PLAN KEYNOTES

CODE DESCRIPTION
DETAIL

LOCATION

WATER LINE - SEE PLAN FOR SIZE -

FIRE LINE - SEE PLAN FOR SIZE -

GATE VALVE -

WATER METER - 4" -

POST INDICATOR VALVE -

RELOCATED POST INDICATOR VALVE -

REDUCE PRESSURE BACKFLOW PREVENTER -

THRUST BLOCK -

TEE - SEE PLAN FOR SIZE -

FIRE DEPARTMENT CONNECTION -

RELOCATED FIRE HYDRANT ASSEMBLY -

DUAL DOMESTIC WATER SERVICE FEED -
PER STATE PLUMBING CODE

-

SANITARY SEWER LINE - SEE PLAN FOR SIZE -

SANITARY SEWER MANHOLE -

CLEANOUT -

GREASE INTERCEPTOR - 2,000 GALLON -

CONNECT TO EX. SANITARY SEWER LINE -

NOTE:

1. BUILDING TO BE SPRINKLER PROTECTED.

2. DOMESTIC BACKFLOW PREVENTER WILL BE LOCATED
INSIDE BUILDING.  BACKFLOW SHALL BE RP MODEL PER
CITY OF RALEIGH.

3. 4" & 6" PVC SANITARY/GREASE SERVICES SHALL BE
PROVIDED AT MIN. 1.0% SLOPE.  8" PVC SANITARY
SEWER SERVICE SHALL BE PROVIDED AT MIN. 0.50%
SLOPE.

FIRE TRUCK APPARATUS
TURNING MOVEMENT
(TEMPLATE PER CITY OF
RALEIGH STANDARD DETAIL
FP-29)

EXISTING FIRE
HYDRANT

U1

U2

U1
4" PVC

6" PVC

4" PVC

U12

U16 U10

U5

U15

U13 6" PVC

U13 8" PVC

U13 8" DIP

U14 (TYP.)

U17

U17

U8(TYP.)

U6

U7
U3

U4

U3

U96"x6"x4"

CONNECT TO
EXISTING WATER

LINE BY OPEN CUT
TRENCH USING

12"x6" TAPPING
SLEEVE & VALVE.

EXISTING
WATER METER

LOCATION.

U11
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Heibert+Ball

LAND DESIGN
1894 Gen. Geo. Patton Dr.

Suite 400

Franklin, TN 37067

Tel: 615.376.2421

www.hblanddesign.com

L1.0

SHRUB PLANTINGS

2" CALIPER TREES

NORTH

0

SCALE: 

feet20 40 60

1" = 20'

FOUNDATION
PLANTS

NOTE:

1.  The tree protection barriers shall be constructed before the issuance of any permits, and shall remain intact

throughout the entire period of construction.

2.  The tree protection barrier is diagrammatic only.The tree protection barrier shall be installed to the limits of the

critical root zone or a minimum distance of one time the radius of the dripline, as measured from the trunk of the

protected tree.

4.  Any required excavation in or around the protection zone to accomodate uderground services, footings, etc; shall

be indicated on the plan, and shall be excavated by hand. In addition, related root pruning shall be accomplished via

ANSI A-300-95 standard so as to minimize ompact on the general root system.

5.  The storage of building materials or stockpiling shall not be permitted within the limits of or against the protection

barriers.

6.  Trees within the protection barriers must be adequately cared for throughout the construction process (i.e., they

must be watered sufficiently, particularly if the tree's root system has been disturbed by excavation.) Fill shall not be

placed upon the root system as to endanger the health or life of the affected tree.

Undisturbed Soil

2"x2"x48" Wood Stake

Drive Stake Into

10' O.C. Minimum

Undisturbed Ground

Continuous Barrier

of Chain-Link Fencing

w/ Three Continuous

Strands of Surveyor's

Flagging, Rope, Tape

Protected Area To Dripline

TREE PROTECTION DETAIL1

TREE PROTECTION FENCE

PROPOSED TREE LINE




